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TEST REPORT

Reference Standard: IEC-60598-1, IEC-60598-2-1

Report Reference No.. ................... : 41104-1
Date Of ISSUS ... -.iuorsmusnsssenssasassasass : 29 July 2015
Total Number of Pages..................... g 6
Applicant’s Name........................ 3 Intertek
AdAress.........ooeoeveeeeeieieeiee : Dubai, UAE

Test specification:

Standard(s) ..o« :

IEC-60598-1, IEC-60598-2-1

Test Report Form No. ................... :

Test Report Form(s) Originator-.... :

GMES/LAB/FRM/-021 Rev 00, Aug'14

Gray Mackenzie Engineering Services LLC

Master TRF.............coooiviciiien, 5 06-August-2014

Client Document No....................... ; CVG-230, CAT-1-30, 27 July 2014
Client Reference No...................... 2 1189595

Lab Reference No .......................... b JULGM60

JODNO sl : 21397

Data Sheet No..............ccccoovvrrnnnne i 10103

Test Item Description .................. 2 Fixed Lamp
Trademark/Identification mark ......... : Thornlux

Manufacturer name..............c.c........ E Not Indicated

Model/Type reference...................... : TLX-6002L

Serial NUMBEP... e A e e

Ratings............ i N N :

00601 625 210715

220/240V, 50-60Hz, 11W
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Testing Procedure and Testing Location:

X] |Testing Laboratory:

Gray Mackenzie Engineering Services LLC

Tested By (name+signature)............:

Approved By (name+signature)............:

)
Saad Suleman ggv'\) .

Harish N. Vasavan %ﬁ@ﬂé

Summary of Testing:

b

X The product complies with the requirements of the tests performed as per IEC-60598-1, IEC-60598-2-1

Copy of Marking Plate:
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Possible Test Case Verdicts:

- test case does not apply to the test object................. : N/A

- test object does meet the requirement..................... . P (Pass)

- test object does not meet the requirement............... . F (Fail)
TOBUNG ..o s R A T e vssresssevsvinavass :

Date of receipt of testitem ...l 22 July 2015
Date (s) of performance of tests .. ... 29 July 2015
Laboratory Temperature..................cc..cccoooeeoe..l 2342°C

General Remarks:
The test results presented in this report relate only to the object tested.

This report shall not be reproduced, except in full, without the written approval of the Issuing testing
laboratory.

"(See Enclosure #)" refers to additional information appended to the report.
"(See appended table)" refers to a table appended to the report.

Throughout this report a point is used as the decimal separator.
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IEC 60598-2-1
Clause lRequirement - Test | Result - Remark Verdict
3.2 |MARKING: P
Marking shall be distinct and durable: P
Height of graphical symbol: N/A
Rated Wattage: 4 x 11W P
Shape of cool beam lamps: N/A
Symbol for bow! mirror lamp: N/A
Marking of “Replace any cracked protective shield”: N/A
Trademark: Thornlux P
Rated Voltage: 220/240V P
(Where applicable) Symbol for Class-II: N/A
(Where applicable) Symbol for Class-llI: N/A
Model No: TLX-6002L P
Termination shall be clearly marked:
Earthing Symbol: P
721 | PROVISION FOR EARTHING: P
Earth Bonding Resistance: 0.04Q P
93 |HUMIDITY TEST: N/A
Test has been carried out at 91% to 95% at N/A
temperature 25°C.
102 |INSULATION RESISTANCE AND ELECTRIC STRENGTH:
Insulation Resistance: >299MQ P
Electric Strength: No Breakdown
103 |LEAKAGE CURRENT/TOUCH CURRENT:
Touch current has been measured. 0.01mA
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IEC 60598-2-1
Clause | Requirement - Test | Result - Remark Verdict

124 | THERMAL TEST: P
Lamp Enclosure: 21.7°C P
Ballast Enclosure: 28.2°C P
SASO  |ESSENTIAL REQUIREMENTS: P
Rated Voltage: 220-240V P
Rated Frequency: 50-60Hz P

Plug: N/A
Country of Origin: UAE P

Instruction Manual: N/A
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